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Falling mains / Standardised Emergency

Firefiohtina water recention evacuation Nolies

Contract Name Address Channel 5 Comms

Falling main removed for enabling works. ETA for
installation October 2016

Not in situ / No ETA given

In situ/completed

ETA given see notes

Permanent manincurrently being installed (8/8/16)

Permanent manincurrently being installed (8/8/16)

Permanent main ETA September 2016

Permanent main ETA September 2016

Permanent main ETA September 2016

Concrete open box with mole hole access

Concrete open box

one level dow, line of site

Site not below ground to depth
that would warrant facilities

Open box with direct access to
Street side hydrant supply
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